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   30 July 2003


Maintenance Policy Memorandum #3

MEMORANDUM FOR See Distribution

SUBJECT:  Emergency Generators

1.  This memorandum applies to all buildings and facilities on Fort Gordon equipped with emergency power generation equipment that is serviced by the Installation Contractor (Johnson Controls).  Only those generators on the Installation property book are affected.

2.  Facility managers or their designated representatives will notify Johnson Controls within 24 hours if the facility emergency generator has been manually or automatically activated, by calling one of the following personnel:  Flo Stephens (791-3741); Flash Gordon (791-2148); or Marie Moore (791-7868).  Required information will consist of the place and location of the generator, the date it was in use, the amount of time it was run, and the POC.

3.  Managers of facilities that are not equipped with automatic transfer switches will ensure that they or their designated representatives know proper start-up and shut-down procedures for their specific generators.  Special requirements for Signal Towers will be addressed in a separate memorandum.

4.  If you require further information or clarification on this action, the point of contact is the undersigned below, 791-6894, or culverd@gordon.army.mil.
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